
STEEL BEARING

STEEL JOIST/BEAM
(NOT BY WELLS)

IF REQUIRED

POCKET ABOVE STEEL TO BE FILLED
(NOT BY WELLS)

S
E

E
 T

A
B

LE

XB2

XB3

@ 6" BEARING POCKET

@ 4" BEARING POCKET

REDUCE INSULATION AS 
REQUIRED FOR BEARING

THICKENED CONCRETE 
AS REQUIRED

1" TYP.

TOP OF POCKET (WHERE OCCURES)

INSULATION REDUCTION

POCKET WIDTH

9"

1'-0"

POCKET HEIGHT

6"

STEEL TYPE

K SERIES JOIST

L SERIES JOIST
8"

LH SERIES JOIST*

*IF JOIST SEAT IS LARGER THAN 5", EXTRA CONSIDERATIONS FOR POCKET HEIGHT ARE REQUIRED

WIDE FLANGE BEAM HEIGHT + 3" BEARING PLATE WIDTH

LEVEL

VERTICAL OFFSET

THICKENED CONCRETE DEPTH

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEARING IN WALL POCKET

AT STRUCTURAL WYTHE

06/22/2022STAFF STAFF 5.3.1.1.14.01



STEEL BEARING

M
IN

11
"

STEEL JOIST/BEAM
(NOT BY WELLS)

IF REQUIRED

POCKET ABOVE JOIST
TO BE FILLED - NOT BY WELLS

V
A

R
IE

S

XB41

XB42

@ 6" BEARING

@ 6" BEARING HIGH CAPACITY 

BLANK INSULATION
IF PRESENT

TOP OF POCKET (WHERE OCCURES)

LEVEL

BEARING OFFSET

POCKET WIDTH

9"

1'-0"

POCKET HEIGHT

6"

STEEL TYPE

K SERIES JOIST

L SERIES JOIST
8"

LH SERIES JOIST*

*IF JOIST SEAT IS LARGER THAN 5", EXTRA CONSIDERATIONS FOR POCKET HEIGHT ARE REQUIRED

WIDE FLANGE BEAM HEIGHT + 3" BEARING PLATE WIDTH

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEARING IN WALL POCKET AT

ARCHITECTURAL LAYER

11/09/2022STAFF STAFF 5.3.1.1.14.02

Isabella Ehler
Stamp



STEEL BEARING

M
IN

11
"

STEEL JOIST/BEAM
(NOT BY WELLS)

V
A

R
IE

S

XB3 @ 4" JOIST BEARING

THICKENED CONCRETE   
BETWEEN TROUGHS

XB?? @ BEAM BEARING

1" TYP.

INSULATION REDUCTION
INSULATION REDUCTION HEIGHT

INTERNAL BEAM EXTENTS

INSULATION REDUCTION HEIGHT

TROUGH TROUGH

JBE

T.O. PANEL

LEVEL

VERTICAL OFFSET

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEARING IN WALL POCKET ALTUS

07/09/19STAFF STAFF 5.3.1.1.14.03

Isabella Ehler
Stamp



JBE

M
IN

11
"

STEEL JOIST/BEAM
(NOT BY WELLS)

IF REQUIRED

POCKET ABOVE JOIST
TO BE FILLED - NOT BY WELLS

V
A

R
IE

S

TOP OF POCKET (WHERE OCCURES)

TYP
2"  TOL. 

INTERNAL BEAM EXTENTS

INSULATION REDUCTION HEIGHT

STEM

JBE

T.O. PANEL

STEM

LEVEL

VERTICAL OFFSET

KNIFE PLATE IN STEM

INSULATION REDUCTION HEIGHT

INSULATION REDUCTION DEPTH

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEARING IN WALL POCKET FOR DT

WALL PANELS

07/30/19STAFF STAFF 5.3.1.1.14.04

Isabella Ehler
Stamp



T.O. STEEL

EMBED
CENTERED ON BEAM

W BEAM

VERTICAL OFFSET

INSULATION REDUCTION

XB23

REDUCTION ABOVE

REDUCTION BELOW

REDUCE INSULATION IF 
PRESENT AND REQUIRED

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEAM BEARING AT WALL FACE AT

STRUCTURAL LAYER or SOLID

11/09/22STAFF STAFF 5.3.1.1.14.05

Isabella Ehler
Stamp



XB9THERMAL BREAK
T.O. STEEL

W BEAM

VERTICAL OFFSETXB10
NO THERMAL BREAK ON 

6-3-3 AND 4-3-3

XB11NO THERMAL BREAK ON ALTUS

BLANK INSULATION IF 
REQUIRED

REDUCTION BELOW

SOLID
WIDTH

SOLID
HEIGHT

BEAM
SIZE

UP TO W16 1'-4" 2'-0"

W16 TO W21 1'-4" 2'-8"

W21 TO W24 2'-0" 2'-8"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STEEL BEAM BEARING AT WALL FACE AT

ARCHITECTURAL LAYER

11/09/22STAFF STAFF 5.3.1.1.14.06

Isabella Ehler
Stamp
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