
3/4" JOINT

"W
"

"V
"

"T
"

"X
"

"T" "V" "W"

"X"

" T " " V " " W " " X " " Y " " Z "

3" 3" 6" 1'-0" 6 1/4" 5"

3" 3" 4" 10" 4 1/4" 5"

4" 8 1/2" 2 1/4" 5 1/2"

6 | 3 | 3

4 | 3 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

RETURN SURFACE
FINISH @ EDGE

NOTE:
WELLS TO PROVIDE 
CAULKING AS DIRECTED 
IN SPECIFICATIONS

Q
U

IR
K

1 
1/

2"

QUIRK
1 1/2"  "Z"  "Y"

"Z
"

1/2
" J

OIN
T

2 | 4 | 2.5 2 1/2" 2"

ORIENTATION VARIES

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

SHIP LAP MITER CORNER DETAIL

STAFF STAFF 5.3.2.3.XF1

Isabella Ehler
Stamp



3/4" JOINT

"T"

1/2" JOINT

"Y"

"Z
"

"W
"

"V
"

"T
"

"X
"

"T" "V" "W"

"X"

" T " " V " " W " " X " " Y " " Z "

3" 3" 6" 1'-0" 9 1/4" 6 1/2"

3" 3" 4" 10" 7 1/4" 6 1/2"

2 1/2" 4" 2" 8 1/2" 6 1/4" 7"

6 | 3 | 3

4 | 3 | 3

2 | 4 | 2.5

VARIABLES FOR EACH WYTHE CONFIGURATION

RETURN SURFACE
FINISH @ EDGE

NOTE:
WELLS TO PROVIDE 
CAULKING AS DIRECTED 
IN SPECIFICATIONS

"Z
"

ORIENTATION VARIES

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

SHIP LAP CORNER DETAIL

STAFF STAFF 5.3.2.3.XF2

Isabella Ehler
Stamp



3/4" JOINT

3 5/8"

1/2" JOINT

"Y"

"Z
"

"W
"

"V
"

"T
"

"X
"

"T" "V" "W"

"X"

" T " " V " " W " " X " " Y " " Z "

3" 3" 6" 1'-0"8 5/8" 6 1/2"

3" 4" 10" 6 5/8" 6 1/2"

6 | 3 | 3

4 | 3 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

NOTE:
WELLS TO PROVIDE 
CAULKING AS DIRECTED 
IN SPECIFICATIONS

"Z
"

3"

RETURN THIN BRICK
SURFACE FINISH @ EDGE

1'-0"

THICKEN LAYER TO
3 5/8" FOR BRICK RETURN

ORIENTATION VARIES

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

SHIP LAP CORNER DETAIL (THIN BRICK)

STAFF STAFF 5.3.2.3.XF3

Isabella Ehler
Stamp



"W
"

"V
"

"T
"

"X
"

"T" "V" "W"

"X"

" T " " V " " W " " X "

3" 3" 6" 1'-0"

3" 3" 4" 10"

6 | 3 | 3

4 | 3 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

1/2" JOINT

RETURN SURFACE
FINISH @ EDGE

"V
"

4"

DOUBLE TREATED 2X3
WOOD NAILER

ORIENTATION VARIES

4" SOLID CONCRETE
AT EDGE

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

BUTT CORNER DETAIL
(INSULATION RETURN)

5/23/22STAFF STAFF 5.3.2.3.XF4

Isabella Ehler
Stamp



"W
"

"V
"

"T
"

"X
"

"T" "V" "W"

"X"

RETURN SURFACE
FINISH @ EDGE

Q
U

IR
K

1 
1/

2"
QUIRK
1 1/2"

1/2
" J

OIN
T

" T " " V " " W " " X "

3" 3" 6" 1'-0"

3" 3" 4" 10"

2 1/2" 4" 2" 8 1/2"

6 | 3 | 3

4 | 3 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

2 | 4 | 2.5

MITER

" R "

M
IT

E
R

" 
R

 "

" R "

11"

9"

7 1/2"

ORIENTATION VARIES

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

45° MITERED CORNER DETAIL

STAFF STAFF 5.3.2.3.XF5

Isabella Ehler
Stamp



5/8" JOINT

5/8" JOINT

BLANK

"X"
BLANK  STRUCTURAL 
LAYER AND 1" OF INSULATION

NOTE:
WELLS TO PROVIDE 
CAULKING AS DIRECTED 
IN SPECIFICATIONS

" X "

6"

10"

6" BLANK

10" BLANK

BLANK CONFIGURATION

BLANK THIN AND
INSULATION LAYERS

SPANDREL
PANEL

FULL HEIGHT
PANEL

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

SHIP LAP BEARING DETAIL (INSULATED)

STAFF STAFF 5.3.2.3.XF6

Isabella Ehler
Stamp



5/8" JOINT

NOTE:
WELLS TO PROVIDE 
CAULKING AS DIRECTED 
IN SPECIFICATIONS

" X "

6"

10"

6" BLANK

10" BLANK

BLANK CONFIGURATION

SPANDREL
PANEL

FULL HEIGHT
PANEL

SPANDREL
PANEL

FULL HEIGHT
PANEL

"X"

5/8" JOINT

PLAN VIEW

ELEVATION VIEW

BRG.

"X"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

NOTCHED BEARING DETAIL (SOLID)

STAFF STAFF 5.3.2.3.XF7

Isabella Ehler
Stamp



" T " " V " " W " " X "

3" 3" 6" 1'-0"

3" 4" 6" 1'-1"

6 | 3 | 3

6 | 4 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

ORIENTATION VARIES

 "X
"

 "W
"

 "V
"

 "T
"

"W" "V" "T"

"X"

1/2" JOINT

1/2" JOINT

1/2" JOINT

"Z
"

"Y"

" Y "

6"

7"

" Z "

9.5"

11.5"

3" 3" 4" 10"4 | 3 | 3 6" 6.5"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

BUTT CORNER (SOLID RETURN)

STAFF STAFF 5.3.2.3.XF8

Isabella Ehler
Stamp



QUIRK
1 1/2"

MITER

"R"

M
IT

E
R

"R
"

Q
U

IR
K

1 
1/

2"

1/2
" J

OIN
T

RETURN SURFACE
FINISH @ EDGE

" W "

5"

7"

9"

6"

8"

VARIABLES

10"

" R "

ORIENTATION VARIES

"W"

"W
"

11"12"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

45° MITERED CORNER (SOLID)

STAFF STAFF 5.3.2.3.XF9

Isabella Ehler
Stamp



" T " " V " " W " " X "

3" 3" 6" 1'-0"

3" 3" 4" 10"

6 | 3 | 3

4 | 3 | 3

VARIABLES FOR EACH WYTHE CONFIGURATION

ORIENTATION VARIES

 "X
"

 "W
"

 "V
"

 "T
"

1/2" JOINT

"W" "V" "T"

"X"

SINGLE TREATED 2X3
WOOD NAILER

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

INSIDE BUTT CORNER

STAFF STAFF 5.3.2.3.XF10

Isabella Ehler
Stamp



7/8" JT. @ SURFACE

1/4"

3/8"

1/4"

1/
2"

S
E

A
LA

N
T

D
E

P
T

H

1"

1/4" TOOLED RADIUS

BACKER ROD

1/4" JT. (+/-)

3/4" x 3/4" CHAMFER

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STANDARD PARKING DECK JOINT DETAIL

STAFF STAFF 5.3.2.3.XF11

Isabella Ehler
Stamp



(+/-)

2"

1"

RECESS

3 1/2"

A
T

 E
X

P
A

N
S

IO
N

 J
O

IN
T

 T
H

IC
K

E
N

E
D

 F
LA

N
G

E

FINAL INFILL NOT BY WELLS

WABO-CRETE MEMBRANE SYSTEM
(ME-300)  PROVIDED AND INSTALLED

BY WELLS

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

STANDARD PARKING DECK
EXPANSION JOINT DETAIL

STAFF STAFF 5.3.2.3.XF12

Isabella Ehler
Stamp



3 1/2" RECESS
3 1/2" RECESS

1" RECESS

 EXPANSION JOINT (SEE PLAN)

3/4" x 7" PVC SECTION
FULL LENGTH

PRECAST TEE

CIP SLAB ON GRADE
(BY OTHERS)

WABOCRETE EXPANSION JOINT SYSTEM
FURNISHED AND INSTALLED BY WELLS

SEE PLAN

6"
 M

IN
.

SHORE AS REQUIRED (BY OTHERS)
TO POUR CIP SLAB (BY OTHERS)
UP TO BOTTOM OF DT FLANGE

USE 2" WIDE x CONT.
BLANKING MATERIAL

WHEN POURING CIP SLAB

TOP OF WALL
PRECAST WALL OR CIP WALL

(SEE PLAN)

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

EXPANSION JOINT DETAIL AT PRECAST
DECK TO SLAB ON GRADE TRANSITION

STAFF STAFF 5.3.2.3.XF13

Isabella Ehler
Stamp



2"

 RECESSED AREA (SEE PLAN)

JOINT (WHERE OCCURS)

ADD PC. 4 X 4 X W4.0 X W4.0 MESH
DIRECTLY BELOW RECESSED AREA
EXTEND MINIMUM 1'-0" PAST RECESS
TYPICAL

HOLE FOR DRAIN
TO BE SIZED, LOCATED, AND

CORE-DRILLED BY OTHERS

DRAIN SUPPLIED AND INSTALLED BY OTHERS FINAL GROUT FILL TO DRAIN
NOT BY WELLS

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

TYPICAL RECESS AT FLOOR DRAINS

STAFF STAFF 5.3.2.3.XF14

Isabella Ehler
Stamp



1"
 T

O
L.

IN
V

E
R

T
E

D
 T

E
E

-B
E

A
M

2'
 -

 0
"

1"
 T

O
L.

R
E

C
. A

R
E

A

1'
 -

 5
"

S
LO

P
E

D

1'
 -

 6
"

1'
 -

 0
"

1'
 -

 0
"

D
N

S
E

E
 D

E
T

A
IL

 A
T

 C
R

O
S

S
O

V
E

R
 A

R
E

A

R
E

: 5
.3

.2
.3

.X
F

15

3'
 -

 5
" 

R
E

C
E

S
S

E
D

 A
R

E
A

7"

1"
 T

O
L.

E
Q

E
Q

1"
 T

O
L.

1"
 T

O
L.

2'
 -

 1
"

2'
 -

 0
" 

C
U

R
B

1' - 1" 1' - 0"

3" DEEP RECESSED AREA
W/ 1/4" TOOLED RADIUS
AT ALL (3) SIDES

HOLE FOR DRAIN TO BE SIZED
AND CORE-DRILLED BY OTHERS

TYPICAL RECESS AT FLOOR DRAIN

RE: 5.3.2.3.XF14

1"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

TYPICAL FLOOR DRAIN
AT CROSSOVER AREA

STAFF STAFF 5.3.2.3.XF15

Isabella Ehler
Stamp



 W
A

S
H

 A
T

 P
R

E
C

A
S

T
 T

E
E

 *
*

 SEE PLAN

(SEE PLAN)

 SHORE AND POUR STRIP (NOT BY WELLS)  SEE PLAN

APPLIED TRAFFIC MEMBRANE
(NOT BY WELLS)

 T
O

TA
L 

W
A

S
H

 H
E

IG
H

T
 *

3" 3"
1 

1/
4"

3 
1/

2"
 P

R
O

J.
 (

M
A

X
.)

2 
1/

2"
 C

LR
. M

IN
. A

T
 P

E
A

K

(SEE PLAN)

 OVERALL WASH AT CROSSOVER AREA

RF356
#4 RB BENT (17)

1'-3" x 6" x 1'-3" (EPOXY)
IN EACH TEE STEM

RF355
#4 RB BENT (17)

1'-3" x 1'-2" x 1'-3" (EPOXY)
AT SPACING PER DESIGN

ROUGHEN SURFACE

#4 HOOKED BAR (EPOXY) x 4'-11"
FURNISHED AND INSTALLED BY OTHERS
(SEE STRUCTURAL DRAWINGS)

4'-11"
4"

6"

(4) #4 STRAIGHT BAR (EPOXY) x CONT.
FURNISHED AND INSTALLED BY OTHERS

(SEE STRUCTURAL DRAWINGS)

WASH AT
PRECAST TEE

RF358
#4 RB STRAIGHT x 3'-0" (EPOXY)

IN FLANGE AT 2'-0" O.C.

*  REFER TO ERECTION DRAWINGS
    AT BUILDING SECTION @ CROSSOVER
    FOR OVERALL WASH HEIGHT

** REFER TO ERECTION DRAWINGS
    AT BUILDING SECTION @ CROSSOVER
    FOR WASH HEIGHT AT TEE

1 
3/

4"3/
4"

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

REINFORCING AT POUR STRIP
AT CROSSOVER BEAM

STAFF STAFF 5.3.2.3.XF16

Isabella Ehler
Stamp



4"

 F
LA

N
G

E

SHORE AND POUR BY OTHERS

 POST-POURED CURB (SEE PLAN)

2"

CONTINUOUS CURB REINFORCING
SIZED, PROVIDED, AND INSTALLED BY OTHERS

SEALANT (BY WELLS)

SHORE AS REQUIRED
(BY OTHERS)

RF357
#4 RB BENT (S6) X 2'-11" @ 6'-0" O.C.
AT CURB CONDITIONS (EPOXY)

4 1/2"

STEM (WHERE OCCURS)

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

REINFORCING AT POST-POURED CURB

STAFF STAFF 5.3.2.3.XF17

Isabella Ehler
Stamp



4'
 -

 0
" 

R
E

C
E

S
S

E
D

 A
R

E
A

E
Q

E
Q

1"
 T

O
L.

1"
 T

O
L.

2'
 -

 1
"

2'
 -

 0
" 

C
U

R
B

1' - 0" 1' - 0"

3" DEEP RECESSED AREA
W/ 1/4" TOOLED RADIUS
AT ALL (3) SIDES

HOLE FOR DRAIN TO BE SIZED
AND CORE-DRILLED BY OTHERS

TYPICAL RECESS AT FLOOR DRAIN

RE: 5.3.2.3.XF14
1"

CIP CONCRETE CURB
(SHORE AND POUR BY OTHERS)

PC WALL PANELPC WALL PANEL

WELLS
®

DETAIL NAME:

DRAWN BY: CHECKED BY: DATE: STANDARD DETAIL NUMBER:

TYPICAL INTERMEDIATE FLOOR DRAIN

STAFF STAFF 5.3.2.3.XF18

Isabella Ehler
Stamp
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